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MEMORANUM 

TO:   Hyrum Johnson, Mayor 

FROM:  Jay T. Mazalewski 

DATE:  6/19/2017 

 

RE:  Wastewater Testing and Plant Operations Update 

 

City of Driggs – Wastewater Testing Plan: 
 

1. Initial testing of wastewater strength is complete for the City of Driggs.  Tests were 

completed per the Sampling Quality Assurance Plan for City of Driggs Wastewater 

Treatment Facility.  Results are shown below: 

 

 

 

2. City of Victor is progressing with their testing.  I will be compiling their data as I 

received it. 

 

3. Driggs in conjunction with Victor and Aqua Engineering has ordered a Strathtox 

Respirometer to determine if something in our effluent is killing the nitrifiers.  The 

equipment was ordered on March 22.  Unfortunately, the manufacturer was delayed and 

it is due to be delivered June 22.  Once received, city staff will implement the testing plan 

(see attached). 

 

Wastewater Treatment Plant – Operations and Maintenance: 

 

1. Beginning in late March/Early April, the City of Driggs increased our Public Works 

staffing levels.  This allowed one member to be dedicated to the WWTP. 2-3 days per 

week.  Additionally, the City of Victor also dedicated a staff member to the WWTP 2-3 

days per week.  The dedicated staff time has improved the maintenance, operation, and 

troubleshooting of the treatment plant.   

2. The City of Driggs is currently advertising for another employee to work at the treatment 

plant and on our wastewater collection system. 

http://www.driggs.govoffice.com/
DDOMINGO
Sticky Note
Does Victor have a Sampling Quality Assurance Plan.   If so, need copy because all parties need to know how samples are being collected, managed and analyzed (e.g. are they following EPA-approved methods?).  Also, as previously commented by EPA, it's critical that any collection sampling conducted by the Cities corresponds to discharges from the two breweries.

DDOMINGO
Sticky Note
how does this equipment work?  is this different than the abbrevated WET "toxicity" testing that Aqua described in previous correspondence to EPA?

DDOMINGO
Sticky Note
these are high levels compared to other areas of collection system.  what does these results indicate?



 

              2 of 2 

 

3. The PW Staff determined that additional work was needed at the treatment plant and 

created an update to our current Operation (see 5/3/2017 memo). 

a. Aquarius was contacted and we are attempting to schedule additional training 

b. Aquarius created a scouring plan to remove excess growth on media 

c. Driggs is currently scouring the media weekly to remove the excess growth. 

d. Plant was seeded with MircoClear 201 and M-100 

 

4. We are seeing improvement within the plant based on investigatory testing and visual 

assessment.  However, we are still seeing high sludge levels due to the scouring.  We are 

unsure if the improvements are based on our work or the warmer weather. 

 

 

 

DDOMINGO
Sticky Note
what is excess growth? is it microbial?  would it impact nitrifiers and NH3 treatment?

DDOMINGO
Sticky Note
what are these?  when a WWTP is seeded, typically it's sludge from another WWTP.




